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EMS STATION 1
FINISHED FLOOR = 7971.90'
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STORM WATER MANAGEMENT NOTES:

1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING A COLORADO DEPARTMENT OF PUBLIC HEALTH AND
ENVIRONMENT (CDPHE)  CONSTRUCTION ACTIVITIES  STORMWATER PERMIT FOR THIS PROJECT AT LEAST 10 DAYS PRIOR
TO SITE CONSTRUCTION COMMENCES, SHALL FOLLOW REQUIREMENTS WITHIN THE PERMIT THROUGHOUT THE DURATION
OF CONSTRUCTION, AND SHALL BE RESPONSIBLE FOR FINAL CLOSE-OUT OF THE PERMIT.

2. THE USE OF REBAR, STEEL STAKES, OR STEEL FENCE POSTS TO STAKE DOWN STRAW OR HAY BALES; OR TO SUPPORT
SILT FENCING USED AS AN EROSION CONTROL MEASURE; IS PROHIBITED. THE USE OF OSHA APPROVED COLORED
WARNING CAPS ON REBAR OR FENCE POSTS USED WITH EROSION CONTROL MEASURES IS NOT ACCEPTABLE.

3. APPROVED EROSION AND SEDIMENT CONTROL "BEST MANAGEMENT PRACTICES" SHALL BE MAINTAINED AND KEPT IN
GOOD REPAIR FOR THE DURATION OF THIS PROJECT.

4. ALL REQUIRED PERIMETER SILT FENCING SHALL BE INSTALLED PRIOR TO ANY LAND DISTURBING ACTIVITY (STOCKPILING,
STRIPPING,   GRADING,    ETC.).    ALL   OTHER    REQUIRED    EROSION    CONTROL    MEASURES    SHALL    BE   INSTALLED
AT THE APPROPRIATE TIME IN THE CONSTRUCTION SEQUENCE.

5. PRE--DISTRUBANCE VEGETATION SHALL BE PROTECTED  AND  RETAINED  WHEREVER  POSSIBLE.  REMOVAL  OR
DISTURBANCE OF EXISTING VEGETATION SHALL BE LIMITED TO THE AREA REQUIRED FOR IMMEDIATE CONSTRUCTION
OPERATIONS, AND FOR THE SHORTEST PRACTICAL PERIOD OF TIME.

6. THE CONTRACTOR SHALL INSURE THAT ALL LOADS OF CUT AND FILL MATERIAL IMPORTED TO OR EXPORTED FROM THIS
SITE SHALL BE PROPERLY COVERED TO PREVENT LOSS OF THE MATERIAL DURING TRANSPORT ON PUBLIC RIGHTS OF
WAYS.

7. WATER USED IN THE CLEANING OF CONCRETE TRUCK DELIVERY CHUTES SHALL BE DISCHARGED INTO A PRE DEFINED,
BERMED CONTAINMENT AREA ON THE JOB SITE. THE REQUIRED CONTAINMENT AREA IS TO BE BERMED SO THAT WASH
WATER IS TOTALLY CONTAINED. WASH WATER DISCHARGED INTO THE CONTAINMENT AREA SHALL BE ALLOWED TO
INFILTRATE OR EVAPORATE. DRIED CEMENT WASTE IS REMOVED FROM THE CONTAINMENT AREA AND PROPERLY
DISPOSED OF. THE DIRECT OF INDIRECT DISCHARGE OR WATER CONTAINING WASTE CEMENT TO THE STORM SEWER
SYSTEM IS PROHIBITED.

8. REFER TO PROJECT LANDSCAPE PLAN FOR FINAL REVEGETATION AND SURFACE TREATMENT APPLICATIONS.

9. ALL SIDESLOPES ARE 4:1, UNLESS OTHERWISE NOTED.

10. THE CONTRACTOR SHALL BE RESPONSIBLE FOR CONFORMING TO ALL CONSTRUCTION RELATED RECOMMENDATIONS
DATIONS IN GEOTECHNICAL ENGINEERING STUDY - PROPOSED GRAND COUNTY EMS GRANBY STATION FROM KUMAR &
ASSOCIATES, DATED 10/10/24, INCLUDING:

A. BACKFILL MATERIAL, LIFT REQUIREMENTS AND COMPACTION
B. SITE GRADING AND FINAL SLOPE REQUIREMENTS (3:1 MAX CUT/FILL)
C. ROADWAY EMBANKMENT & PAVEMENT SECTION - MATERIALS AND PLACEMENT
D. PORTLAND CEMENT CONCRETE - MATERIALS AND PLACEMENT

SR

PS

OP

MU

PP

CWA
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SURFACE ROUGHENING
  CONTOUR FURROWING

PERMANENT SEEDING
  NRCS SEED MIX

OUTLET PROTECTION
  RIPRAP PAD

MULCH PROTECTION
 BLOWN STRAW W/ANCHOR

INLET PROTECTION
  SAND FILTER BAGS

VEHICLE TRACKING PAD

PERIMETER PROTECTION
  EROSION CONTROL ROLL (20")

BMP LEGEND

CONCRETE WASHOUT AREA
  IMPERVIOUS CONTAINMENT

FLOW ARROW
  DIRECTION OF STORMWATER CONVEYANCE

LIMITS OF DISTURBANCE
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EMS STATION 1
PROPOSED BUILDING

425 L F ~ BURIED
3-PHASE ELECTRIC

CONNECT 3-PHASE
ELECTRIC AT
EXISTING STUB

ELECTRIC
TRANSFORMER

& EQUIPMENT

110 LF ~ BURIED NATURAL
GAS SERVICE LINE

6" D.I.P. WATER SERVICE
(REF: SHEET C-302 FOR

 PLAN & PROFILE)

PROPOSED FIBER OPTIC
JUNCTION BOX

PROPOSED FIBER OPTIC
LINE (BY OTHERS)

CONNECT TO EXISTING
NATURAL GAS MAIN

BACKUP GAS
GENERATOR
(BY OTHERS)

CONNECT TO EX.
SANITARY SEWER MAIN

24 L.F. ~ 15" HDPE
W/ TWO (2) FES

60 L.F. ~ 15" HDPE
W/ HEADWALL

35 L.F. ~ 15" RCP
W/ TWO (2) FES

EX. U-G 3-PHASE
ELECTRIC

CONNECT TO EXIST.
WATER MAIN

6" PVC SS SERVICE
(REF: SHEET C-302
FOR PLAN & PROFILE)

EX. SANITARY
SEWER MANHOLE

STORM DRAIN INLET
CDOT-TYPE C

265 L.F. ~ BURIED FIBER
OPTIC SERVICE TO BUILDING

18 L.F. ~ 15" HDPE
W/ TWO (2) FES

64 L.F. ~ 6" PVC SCH 40 @
2% (MIN.) W/ HEAT TAPE
(REF: ARCH/MEP PLANS)

6" PVC RISER TO
DOWNSPOUT CONNECTION
(REF: ARCH PLANS)

84 L.F. ~ 6" PVC SCH 40 @
2% (MIN.) W/ HEAT TAPE
(REF: ARCH/MEP PLANS)

6" PVC RISER TO DOWNSPOUT
CONNECTION (REF: ARCH PLANS)

12 L.F.~15" HDPE
W/ HEADWALL

84 L.F. ~ 6" PVC SCH 40 @
2% (MIN.) W/ HEAT TAPE
(REF: ARCH/MEP PLANS)

6" PVC RISER TO DOWNSPOUT
CONNECTION (REF: ARCH PLANS)

70 L.F. ~ 15" HDPE
W/ TWO (2) FES

NOTE: TWO (2) ROOF DOWNSPOUTS
DISCHARGE TO EMPLOYEE TRAINING AREA
(REF: LANDSCAPE PLANS)

SAND-OIL SEPARATOR VAULT
(REF: MECH PLANS)
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